
List of the gauges for the heat exchanger test unit: summary

TCV PCV LCV HV PSV NRV PDW PT FT PI Tot

Module 1 1121 1121b 1221 1221b 1151 1151b 1251 1251b 1321 1203 1203b
Module 2 2121 2121b 2221 2221b 2151 2151b 2251 2251b 2421 2203 2203b 9516
Module 3 3121 3121b 3221 3221b 3151 3151b 3251 3251b 3321 3203 3203b
Module 4 4121 4121b 4221 4221b 4151 4151b 4251 4251b 4421 4203 4203b
Return box 5121 5121b 5221 5221b   5321

CD_supply 9133 9138 9110 9111 9112 9114

Return HeII sat    9236 9236b 9237 9238 9202 9204  9214 9215
9238b 9217

Supply HeII sat  9335   9337 9337b 9305 9303 9303b 9304 9304b 9311 9314 9315

Phase sep 9430   9402  9405 9403 9403b 9404 9404b 9410 9411 9414

TS circuit 9531 9532  9502   9510 9511  
9505

Pump. 1 9610  9613

Pump. 2 9710 9713
DAQ 4 1 1     5 2 1 85
AO 3 1 1       5
Number items tot. 4 1 1 5 4 1 2 5 2 1 97

Legend:
Temperature Transducer Hand Valve
Level Control Valve Pressure Safety Valve
Temperature Control Valve Pressure Device

Y Heater PT Pressure Transmiter
LT Level Transmiter NRV None Return Valve
xxxxb Sensor bis PI Pressure Indicator

According to the String's PID (ref. LHCQDTMM0405.1) (does not follow the WG termonilogy… )

Version 0.0 to Version 0.1 : elimination of FT9515 (HV9410 add in the listing)
add LCV 9405 and TCV9505
add TT9138
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